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Legend

EO

SYMBOLS ABBREVIATIONS
AHA AIRTHO HANGER ASSEMBLY
D DOOR
EB EMERGENCY BACKUP
. Interlock Power Pack ("EZ 1D INSIDE DIMENSION
Airtho Hanger Assembly Modlock™) PP e INTELLIGRID
1G-HDC -HEAVY DUTY CROSS TEE
IG-LDC -LIGHT DUTY CROSS TEE
IG-LSC -LIGHT SUPPORT CROSS TEE
1G-M -MAIN
IG-MTM-C -MAIN TO MAIN PERPENDICULAR
IG-MTM-S -MAIN TO MAIN STRAIGHT
Caulk G-Con Terminal Block GCon IGE)V(\:!M E)V:IA(I:'ENP_:_AE?
1B oD QUTSIDE DIMENSION
PEA-H PANEL EASE ASSEMBLY - HORIZONTAL
PEA-H-MM-SC -MODULAR MAIN STRUT CHANNEL
PEA-H-MM-WA -MODULAR MAIN WALL ADAPTERF
PEA-V PANEL EASE ASSEMBLY - VERTICAL
PEA-V-CP -CORNER POST
PEA-V-PP -POWER POST
Corner Post . Maglock ML PEC-H PANEL EASE COMPONENT - HORIZONTAL
PEC-V PANEL EASE COMPONENT - VERTICAL
PEC-V-CC -C CHANNEL
PEC-V-CPB -CORNER POST BODY
PEC-V-CPC -CORNER POST CAP
% PEC-V-FT -FLOOR TRACK
Door Opening Door Position Switch DPS PEC-V-HT “HEAD TRACK
PEC-V-PPB -POWER POST BODY
PEC-V-PPTA -POWER POST TRACK ADAPTER
PEC-V-W -WING
PEC-V-WF -WINDOW FRAME
LED - Standard Indicator Light /I I PEC-V-WT -WALL TRACK
PEC-MTM-C -MAIN TO MAIN PERPENDICULAR
PEC-MTM-S -MAIN TO MAIN STRAIGHT
SQFT SQUARE FEET
uos UNLESS OTHERWISE SPECIFIED
LED - Backup Emergency Override Switch WD WINDOW

Fan Filter Unit

Pressure Sensor (Digital)

PS”

False Wall Return

Dew point/ Temperature
sensor

HS

"No Penetration" zone

Light Switch
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Room Specifications

Notes:
1. "Operating Room Temperature" refers to the desired room

temperature. Currrent DHU selection does not have active
temperature control.
2. "Sensible Process Heat" refers to the heat load generated by

the clients process tools. This value is provided by the client.
3. "Sensible Room Equipment Heat" refers to the heat load
generate by Airtho provided components.

Area/ Volume = 575 sqg-ft/ 3833 cu-ft
# People = 2

Process Exhaust = 833 CFM
Cleanliness Spec = ISO 7

ACH = 56

Fresh Air Changes = 15.7

Dew Point = -40°C

Operating Room Temperature = 72°F
Sensible Process Heat = NOT PROVIDED
Sensible Room Equipment Heat = 0.5 Tons
DHU Sensible Cooling = 5.16 Tons
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Overall Dimensions
Notes:
1. Building Clear Height at: 11' - 0".
2. "Plenum Space" refers to the distance between the top of the
Intelligrid and bottom of the plenum cap.
3. "Interior Height" refers to the distance between the finished
floor and the bottom of the Intelligrid.
' 23-8%" |
‘ Room OD
25'-8%"
Room OD
| Lo 1 L, | [
I [ ST 0 Y P || b L 3-0"
| t | P ! | ' | ! ﬁ Nl Plemum Space
:fﬁ_=| === | = I I | = ol __n_ = = PROPRIETARY AND CONFIDENTIAL
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| I 1 - of Plenum Cap
" I I " I | E ” . } Floor t70 gottom CHECKED 9/4/2025
||_1 | | {1110 | | of Intelligrid
Iy | I [IMIY | I I APPROVED 25024B - Stellantis Architectural Package
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Site Layout
Notes:
1. DHU size and exact location are preliminary until - 5
. . . Dry Room to
the DHU submittal is reviewed and approved. Existing Building
- ' - -
2. DHU requires a 4' service zone around its
perimeter. Service zone highlighted by red = = - =
dashed lines. | |
, 4-3
r ! 7 |
L | \ | -
| — |
| -— | B
| |
| f - | |
L i
| |
| |
| |
P = | |
| | C
| |
| |
| |
| |
| 28"0" |
| DHU Length |
39-10%"
| | Existing Building ID
| | S
| |
— | |
="
|| | |
| |
3II
Dry Room to |-_ | |
Existing Building | |
\_ | | .
| |
| |
13-1074" | |
Dry Room to P " "
Existing Building | DHEJ V[\)!idth 70 |
_|_
| |
L |
5!_3" _—
Existing Building 18'-5" U]
Column Dry Room to 4T =
Existing Building E i
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L]
Column 0/4/2025 <
CHECKED 3
19'-9%" _ ) A S
APPROVED 25024B - Stellantis Architectural Package L
UNLESS OTHERWISE SPECIFIED
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Epoxy Flooring Layout
Notes:
| 1. Flooring must be a dryroom compatible epoxy with vapor barrier and static
dissipative layer.
2. Flooring is continuous throughout space; walls are placed on top of floor track.
3.  Flooring should extend minimum of 6" beyond perimeter of dryroom.
4. Flooring area represented by red hatched area.
5. Total extended area = 650 sq-ft.
1 1 il
= -
C
x
26'-5%"
- B
- —
B
- e
24-5%" (17-11%")
| (13'-5%")
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Perfect Cap

> PanelEase Plenum Grid and Panels
Notes:

1. Field verify cut panel width.

2. PP-M w/ PP-HT to have mitered corners.
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23=8%"
PP-M OD
ZZT'B%H _ 23\'_2"
PP-HT ID ) / \ Panel Length
/ \
N y
~dy A
1®
o
V—le
DETAIL A
SCALE 1/ 10
R =)
24"8%" 25\'_8%"
PP-HT ID PP-M OD
Corner Splice Plate
1" Hex Bolt
1.25" OD Round Washer
1" x 1" Square Washer
(3x) Spring Nut
zl_z%ll
Panel Cli‘]t Width
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>0Overall
Notes:
1. Power posts can accommodate duplex outlet.
2. All dimensions are ID unless otherwise specified.
. ] ] . ]
23'-0"
D3
25'-0"
8-%"
oD
- 2'-3%"—-—
oD
Bl'%" 8!_%rl 1_93/n
oD oD D2 7-7%
774" Door Schedule
Name | Location Type Size Interlock | Interior Hardware | Exterior Hardware
D1 AL-W4 Standard Entry 3x7 D2 Panic Bar Passage Lever
[ . D2 | AL-W1 | Standard Entry 3x7 D1 Panic Bar Passafe Lever
D3 w1 Emergency Exit 3x7 NA Panic Bar Blank
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